


OHA - Drinking Water Program - Surface Water Quality Data Form WIP-: A
;‘::::;“ Netarts Water District ID#: 41 00556  Month/Year: Jun-21 ;;::;:;L:g 0.5
MO CT; el
[ppm or mg/L] | [minutes] CXT [°C] formula | Yes/No [GPM]
1 8:30 1.09 140 152.6 12.2 7.67 213 Yes 221
2 8:30 1.10 140 154.0 11.9 711 221 Yes 166
3 8:30 1.09 140 152.6 12.6 7.69 20.8 Yes 169
4 8:30 1.12 140 156.8 12.6 .13 21.2 Yes 192
5 8:30 1.14 140 159.6 12.3 115 21.9 Yes 202
é 8:30 1.1 140 155.4 12.2 A 221 Yes 236
7 8:30 114 140 155.4 12.3 7.78 221 Yes 169
8 8:30 1.07 140 149.8 12.2 771 216 Yes 182
9 8:30 1.05 140 147.0 121 7.70 216 Yes 223
10 8:30 1.09 140 152.6 121 7.72 21.8 Yes 212
N 8:30 1.15 140 161.0 12.1 7.69 21.8 Yes 150
12 8:30 1.21 140 169.4 121 7.71 221 Yes 180
13 8:30 1.15 140 161.0 12.3 7.70 215 Yes 208
14 8:30 1.02 140 142.8 12:3 7.68 211 Yes 212
15 8:30 1.04 140 145.6 12.5 7.69 20.9 Yes 180
16 8:30 0.99 140 138.6 12.3 7.69 211 Yes 243
17 8:30 1.13 140 158.2 12.3 7.70 21.5 Yes 403
18 8:30 1.01 140 141.4 12.5 7.70 20.9 Yes 217
19 8:30 1.04 140 145.6 12.6 o7l 20.9 Yes 403
20 8:30 1.08 140 151.2 12.6 7.71 21.0 Yes 259
21 8:30 1.04 140 145.6 127 7.69 20.6 Yes 200
22 8:30 1.10 140 154.0 12.8 7.66 204 Yes 351
23 8:30 1.02 140 142.8 13.0 7.68 201 Yes 231
24 8:30 0.93 140 130.2 12.8 7.71 20.3 Yes 262
25 8:30 0.93 140 130.2 12.9 7.69 20.1 Yes 391
26 8:30 0.87 140 121.8 13.0 7.65 19.5 Yes 301
27 8:30 0.91 140 127.4 12.8 7.63 19.7 Yes 340
28 8:30 0.75 140 105.0 13.6 7.58 18.0 Yes 291
29 8:30 0.74 140 103.6 13.5 7.68 18.8 Yes 263
30 8:30 0.78 140 109.2 13.5 7.67 18.8 Yes 219

3 If Cl, at entry point < 0.2 mg/I or CT not met, DWP to be notified by end of next business day.

PAGE 2 of 2

Revised February 2012




